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Abstract—A major concern associated to the massive con-
nection of distributed energy resources is the increasing share
of power electronic interfaces resulting in the global inertia
reduction of power systems. The recent literature advocated the
use of voltage source converter (VSC) interfaced battery energy
storage system (BESS) as a potential way to counterbalance this
lack of inertia. However, the impact of VSCs on the dynamics
of reduced-inertia grids is not well understood especially with
respect to large transmission grids interfacing a mix of rotating
machines and resources interfaced with power electronics. In
this regards, we propose an extension of the IEEE 39-bus test
network used to quantify the impact of VSCs on reduced-
inertia grids. In this respect, a reduced-inertia 39-bus system is
obtained by replacing 4 synchronous generators in the original
10-synchronous machine system, with 4 wind power plants
modeled as aggregated type-3 wind turbines. Then, a large-scale
BESS is integrated into the reduced-inertia network via a three-
level neutral-point clamped (NPC) converter, thereby to be used
for studying the impact of VSC on the dynamics of the inertia-
reduced power system, as well as for comparing different VSC
controls. The proposed models are implemented on a real-time
simulator to conduct post-contingency analysis, respectively, for
the original power system and the reduced-inertia one, with and
without the BESS-VSC.
Index Terms—Reduced-inertia, voltage source converter, wind
generation, battery energy storage system, 39-bus power system.
I. INTRODUCTION
Modern power systems are characterized by large shares
of resources interfaced with power electronics. In European
Union, the renewable energy shares vary from 5% to 54%,
while many countries encounter penetration levels of renew-
able generation (i.e.,wind and solar) in excess of 15% of
their overall annual electricity consumption [1]. Some power
systems (e.g. in Spain, Portugal, Ireland, Germany and Den-
mark) have even already experienced instantaneous penetration
levels of more than 50% of converter connected generation [2].
This work was supported by the European Unions Horizon 2020 research and
innovation program under agreement no. 773406.
As generally acknowledged, the large deployment of non-
synchronous generation will determine a reduction of the
system inertia and thus lead to extremely fast dynamics in case
of contingencies. An example is the severe blackout happened
in the South Australian power system in 2016, when a wind
storm hit the region while half of the power consumption
was fed by wind generation [3], causing the grid frequency
to decrease with a rate of change of 6.25 Hz/s.
To address the challenges related to reduce levels of system
inertia, battery energy storage systems (BESSs) are broadly
advocated as one of the potential solutions [4], [5] thanks
to their large ramping rates capacities. Utility-scale BESSs,
which are now commercially available, are also recognized for
other desirable features, including high-round-trip efficiency,
and long cycle-life [6]. BESSs are interfaced to the public
AC power grid through four-quadrant voltage converters [7],
which can be typically controlled at a sub-second resolution
and used to provide grid ancillary services ranging from
fast primary frequency response up to energy management
(possibly, multiple [8]).
There are generally two main approaches to achieve the
power control for power converter-interfaced units: grid-
following control and grid-forming control. A grid-following
unit is based on a power converter injecting required active
and reactive power via modifying the amplitude and angle
(with respect to the grid voltage phasor) of the converter
reference current, with the requirement on the knowledge
of the fundamental phasor of the grid voltage at a point of
common coupling (PCC). A grid-forming unit is based on a
voltage source converter (VSC) that controls the frequency
and voltage at a PCC, behaving as a voltage source behind
an impedance and without requiring the knowledge of the
fundamental frequency phasor of the grid voltage at the PCC.
In case a grid-forming control is used to regulate the converter
injected power, the knowledge of the grid voltage phasor is
required.
To the authors’ best knowledge, very few researches have
attempted to quantitatively assess the effects of inertia re-
duction and deployment of grid-scale VSC-based BESS on
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the dynamics of bulk power systems by including detailed
dynamic models of the grid and its components. The work in
[9] uses detailed models of two multi-area systems, providing
insights on their dynamic behaviors when subject to large
installed capacities of wind generation. In [10], the inertia of
the IEEE 39-bus system is tailored to resemble the relative
low-inertia Irish system; then the ameliorating impact of a
BESS, implemented as a negative load injection, on grid
frequency transients is investigated. Even if the works in [9],
[10] use detailed dynamic simulation models of the grid, they
adopt a simple model for the power converter-interfaced units,
thus failing in capturing and assessing the interactions between
VSC-based resources and the grid.
In this context, the paper is dedicated to using detailed
dynamic models of grids, converters and controls to analyse
the impact of inertia reduction on power systems and the
influence of VSC control approaches (grid-following versus
grid-forming) on the dynamics of reduced-inertia power sys-
tems. To this end, starting from the IEEE 39-bus benchmark
system, we derive two new system configurations that allow
us to evaluate the system behavior in a reduced-inertia setting
while considering VSC-based BESS:
• A reduced-inertia 39-bus power system, created by re-
placing 4 synchronous generators with 4 aggregated type-
3 wind power plants;
• A reduced-inertia 39-bus power system, created by re-
placing 4 synchronous generators with 4 aggregated type-
3 wind power plants and introducing a VSC-based BESS.
The paper is structured as follows: Section II introduces
the dynamic simulation models for the reduced-inertia 39-bus
power grids, Section III describes the dynamic models for the
VSC-based BESS associated with a PLL-free grid-forming
control and grid-following control, and Section IV presents
and discusses the simulation results. Finally, Section V sum-
marizes the results and provides indications of the control laws
to be used for VSCs connected to limit the potential problems
associated to reduced-inertia power systems.
II. REDUCED-INERTIA BULK POWER SYSTEM
All dynamic models presented in this and the next sec-
tion are built in MATLAB/Simulink and executed in an
OPAL-RT eMEGAsim real-time simulator. For the sake of
reproduciblilty, all the proposed models are open-source and
freely available online [11], where the modeling details and
parameters used in the proposed models are all provided.
The IEEE 39-bus benchmark test network, shown in Fig. 1,
has been widely adopted for studies of power system dynamics
since it first appeared in [12]. We modified the IEEE 39-
bus benchmark power system by replacing 4 synchronous
generators (denoted in Fig. 1 as G1, G5, G8 and G9) with
4 wind power plants based on an aggregated model of a
type-3 double-fed induction generator (DFIG) wind turbine,
as shown in Fig. 2. This allows us to model a scenario with
reduced system inertia due to displacing a part of conven-
tional synchronous generation capacity in favor of converter-
interfaced production. Table. I reports the total value of the
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Fig. 1: Topology of IEEE 39-bus benchmark test network.
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Fig. 2: Topology of reduced-inertia 39-bus power system (The
presence of the BESS at bus 17 is taken into account in the
Config. II).
inertia constant (referred to a 100 MW base and obtained by
summing the inertia constant of the all conventional power
plants) for the original grid and the modified grid, which are
referred to as Config. I and Config. II, respectively.
Correspondingly, we create two full-replica dynamic models
for Config. I and Config. II. This modelling details are
provided in the followings of this section.
A. Synchronous generators
Conventional generation consists of hydro- and thermal-
power plants. They are simulated with of a sixth-order state-
space model for the synchronous machine, a prime mover [13],
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TABLE I: Inertia constant for Config. I and Config. II.
Config. I Config. II
H [s] 784.7 197.9
a DC1A excitation system associated with an AVR [14]. The
generator model includes the primary frequency regulation
with a static droop coefficient Rp = 5%. The power plant
G7 also implements a secondary frequency regulator with an
integration time constant of 120 s.
1) Synchronous machine: The generator model provided
in the original technical report [12] is essentially a fourth-
order generator model, as it does not include the subtransient
circuits. Therefore, we use a sixth-order state-space model for
the synchronous machine, whose synchronous and transient
parameters are taken from the original technical report [12],
while the subtransient parameters are inspired from real-
world test parameters, adapted from the IEEE Std. 1110-
2002(R2007) [15] and in the EPRI technical reports [16], [17].
2) Hydraulic turbine and governor system: We adopt the
commonly-used standard hydro turbine governor model as
illustrated in [18]. According to [19], the response of the
turbine governing system should be tuned to match the ro-
tating inertia, the water column inertia, the turbine control
servomotor timing and the characteristics of the connected
electrical load. Therefore, as recommended in [19], we use
TM = 2H and TM : Tw = 3 : 1. H is the generator inertia
constant, TM is the mechanical inertia constant, and Tw is
water inertia time (also known as ”water starting time”). The
PI governor parameters are derived according to [20], where
1/KP = 0.625TW /H and KP /KI = 3.33TW .
3) Steam turbine and governor system: The steam turbine
and governor model are adapted from [13], where the steam
turbine system is presented as tandem-compound, single mass
model and the speed governor consists of a proportional
regulator, a speed delay and a servo motor. The parameters for
the steam turbine-governor are taken from the typical values
used, for instance, in [13], [21].
4) Excitation system: The IEEE DC type 1 exciter associ-
ated with an AVR [14] is implemented in the excitation system,
whose parameters are adapted from [22].
B. Dynamic loads
In order to reproduce a plausible dynamic load behavior,
the EPRI LOADSYN model has been adopted [23]. Specifi-
cally, we implemented the three-phase dynamic and voltage-
dependent load model based on the following equations:
P (t) = P0(t)
(
V (t)
V0
)Kpv
[1 +Kpf (f(t)− f0)]
Q(t) = Q0(t)
(
V (t)
V0
)Kqv
[1 +Kqf (f(t)− f0)]
where P (t) and Q(t) are the three-phase load active and
reactive power. The coefficients Kpv , Kpf , Kqv , Kqf are
obtained from typical load voltage and frequency parameters
inferred from EPRI LOADSYN program. In this regard,
average
P(t)
(t)P0
PLL
(t)Q0
Q(t)
 Buffer 
f (t)
V(t)
Bus  
Voltage RMS
Function
P(t)
Function
Q(t)
Fig. 3: Diagram of the EPRI LOADSYN dynamic load model.
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Fig. 4: Diagram of wind power plant and controls.
we represent f(t), V (t), P0(t), and Q0(t) as time-varying
variables sampled with a resolution of 20 ms. We assume
that P0(t) and Q0(t) are active and reactive power consumed
at rated frequency and voltage. The rated demand profile is
adapted from a monitoring system based on PMUs installed
on the 125 kV sub-transmission system of Lausanne, Switzer-
land [24]. Coherently with the other model variables, the
measured time-series power data are sampled with a resolution
of 20 ms. Since the nominal load values in the original IEEE
39-bus power system are different from our measured data, the
final demand patterns are obtained by re-scaling the measured
time series with respect to the rated power in [12].
The implementation of the EPRI LOADSYN model is
illustrated in Fig. 3. A conventional Phase Locked Loop (PLL)
and a Root Mean Square (RMS) operator measure the bus
frequency and voltage to be employed in the dynamic load
model. On one side, as the PLL may be inaccurate in transient
conditions, a moving average mechanism is implemented in
order to avoid improper behavior of the dynamic load model.
Specifically, the PLL-tracked frequency is updated every 1 ms,
and then buffered for averaging. The overall buffer size is 240
samples, with an overlap size of 220 samples (i.e., the final
frequency f(t) is reported every 20 ms). On the other side,
the bus voltage V (t) is given by a RMS operator that computs
over a window length of 240 ms and reports every 20 ms.
C. Wind power plants
The wind power plants are modeled as proposed in [25]. In
particular, the power output is approximated by multiplying the
power output of a detailed model of a single wind turbine to
match the total nominal capacity of the whole wind farm. The
diagram of the overall system in shown in Fig. 4. Each wind
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Fig. 6: Diagram of BESS-VSC.
generator model consists of a DFIG and an averaged back-
to-back converter model [26]. For this analysis, the detailed
aerodynamic model of wind turbine is not involved, as its
effect is accounted already in the wind profiles. The wind
power profiles are generated at 1 second resolution by re-
sampling the measurements at 1 minute resolution from [27].
The re-sampling approach is based on the statistical charac-
teristics of the aggregated wind generation profiles presented
in [28]. More details about producing wind power profiles are
described in [29].
The back-to-back IGBT VSCs are modelled by equivalent
voltage sources, which generate the AC voltage averaged
over one cycle of the switching frequency. In this averaged
converter model, the dynamics resulting from the interaction
between the control system and the power system are pre-
served. As shown in Fig. 4, two grid-feeding controls are
implemented in the back-to-back converters.
III. VOLTAGE SOURCE CONVERTER INTERFACED BATTERY
ENERGY STORAGE SYSTEM
We install a detailed model of a BESS at bus 17 in the
reduced-inertia 39-bus power system. As detailed below, it
consists of the battery cell stack (necessary to model voltage
dynamics on the converter DC bus), and the power converter,
which is modelled at the level of the switching devices.
A. Battery cell stack
The voltage at the terminal of a battery is generally dynamic
and it depends on the output current, state-of-charge, cells tem-
perature, ageing conditions, and C-rate. In control applications,
it is typically modelled with electric equivalent circuits, which
trade detailed modelling of the electrochemical reactions for
increased tractability, see e.g. [30], [31]. In this paper, we use
a validated grey-box model identified from measurements of
TABLE II: Parameters of BESS to be connected to HV
transmission grid
SOC [%] 0-20 20-40 40-60 60-80 80-100
E [V ] 1184.4 1250.0 1305.8 1360.4 1466.4
Rs [Ω] 0.052 0.042 0.030 0.028 0.026
R1 [Ω] 0.190 0.150 0.180 0.158 0.398
C1 [F ] 4465 4904.5 6998 6000 5617
R2 [Ω] 0.08 0.018 0.018 0.018 0.20
C2 [F ] 454.5 1069.5 1241 1245 1252.5
R3 [Ω] 5.0e-3 9.8e-5 4.8e-4 13.6e-4 12.0e-4
C3 [F ] 272.1 394.5 1479.8 2250 3088.7
a 720 kVA/560 kWh Lithium-titanate-oxide battery at EPFL
[4]. The model is a third-order model with parameters that
depend on the state-of-charge. Despite most of literature refers
to two-time-constant models (i.e., second order models), it was
shown in [4] that when considering voltage measurements
at a second resolution, a third state is necessary to explain
system dynamics. The three-time constant equivalent circuit
of the battery cell stack is shown in Fig. 5. The state-space
representation of the model is:
x˙(t) = Ax(t) +Bu(t) (1)
y(t) = Cx(t) +Du(t) (2)
where
A = diag (−1/(R1C1),−1/(R2C2),−1/(R2C2))) (3)
B =
1/C1 01/C2 0
1/C3 0
 , C = [1 1 1] , D = [Rs E] (4)
x =
[
vC1 vC2 vC3
]
, u(t) =
[
it/156 1
]T
. (5)
Model output y(t) denotes the terminal voltage, and input it is
the total DC current absorbed/provided by the battery. The ele-
ments of matrices A, B, and D are state-of-charge-dependent
and can be identified from measurements, as described in [4],
[32]. However, since the power rating of the BESS that we
use in this work (225 MVA) is larger than the one for which
the model is proposed in [4] (0.72 MVA), we need to adapt
the model parameters as described in the following. First,
we achieve the target power (225 MVA) with a configuration
composed of two cell stacks in series and 156 in parallel.
The two units in series are explained by the fact that, in the
attempt of increasing the voltage on the DC bus (to reduce
losses), this is the largest (integer) number of series elements
that a converter can accommodate given that the original model
refers to a battery with an open-circuit voltage of 800 V at full
charge and power electronic can conveniently handle voltage
up to 2 kV. By assuming that all the paralleled battery packs
are identical, the voltage of the aggregated BESS is considered
equal to the voltage of each battery pack. The parameters
of the equivalent circuit models are obtained by doubling all
the parameters reported in [4], except for capacitors, whose
values were halved to retain the same time constants as those
identified. Final parameters adopted for three-time constant
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Fig. 7: Grid-following converter with supporting mode.
model (2)-(5) are reported in in Table II. The total BESS
current ik is used to compute the state-of-charge:
SOCk+1 = SOCk +
Ts
3600
ik
Cnom
(6)
where Ts = 0.001 s is the sampling time and Cnom =117 kAh
is the BESS capacity.
B. Power electronic converter
The model of the power converter consists of a fully
modeled three-level neutral-point clamped (NPC) converter,
consisting of 12 IGBT/Diode pairs and 6 clamp diodes. It is
shown Fig. 6. To be applicable for the real-time simulations,
the ARTEMiS state-space nodal (SSN) blocks are used to
assign the three arms of the converter into three separate SSN
groups. This allows the solvers to decouple the large state-
space equation into smaller groups [33].
C. Controls for voltage source converter
We choose two converter controls, namely the the grid-
following control with support mode and the PLL-free grid-
forming control. The grid-following control adjusts the in-
jected power with respect to the grid voltage at the PCC,
whereas the grid-forming control adjusts the modulated volt-
age with respect to the grid voltage at PCC. Details of the
considered control schemes are described in the followings.
1) Grid-following converter operated with grid-supporting
mode: The grid-following control has been widely deployed
in grid-connected converters, such as in VSC-HVDC [34] and
the back-to-back converter of wind power plants (type-3 and
type-4 wind turbine generators) [35].
As shown in Fig. 7, the adopted grid-following control
injects the required amount of active and reactive power by
controlling the injected current with a specific phase displace-
ment in respect to the grid-voltage at a PCC. Therefore a
phasor estimation device (i.e., PLL) is required to estimate
the fundamental frequency phasor of the grid voltage, so as
to generate the instantaneous value of the current reference
and eventually the voltage reference. In this regard, the active
power and reactive are controlled independently.
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Fig. 8: PLL-free grid-forming converter.
We specifically focus on the frequency supporting mode,
where an external frequency regulator with a droop charac-
teristic is added to provide power grid frequency support.
When the difference between the measured frequency (from
PLL) and the frequency reference exceeds the dead-band
(0.001 p.u.), the active power is regulated according the droop
coefficient Kfollowingp−f = 20.
2) PLL-free grid-forming converter: The grid-forming con-
trol allows the converters operating as synchronized voltage
source. Thereby, they do not require an explicit current control.
As stated in the introduction, they can use the angle difference
between the grid voltage and the modulated voltage to control
power. In this context, the estimate of grid voltage angle is
necessary and can be achieved in two ways: use a PLL to
estimate the grid voltage angle or, instead, directly link the
active power exchange to the angle difference between the
grid voltage (θg) and the modulated voltage (θm) to create a
PLL-free controller.
We adopt the PLL-free grid-forming control proposed
in [36] and developed for VSC connecting at transmission
level [37]. Fig. 8 shows the control diagram of the adopted
PLL-free grid-forming control. Such a control architecture
creates a link between the output voltage angle of the con-
verter and the active power which not only enables the
synchronization with the grid but also allows the converter
to deliver in primary frequency regulation. As shown in the
blue sub-diagram in Fig. 8, the output voltage angle is directly
linked with the difference between measured active power and
reference active power. Specifically, mp = 0.05 corresponds
to frequency droop coefficient Kformingp−f = 20. A first-order
low-pass filter is added to avoid fast frequency variations
and to filter the power measurements noise, and a leg-lag
filter is implemented on the power measurement to improve
the converter dynamics [38]. According to [36], the cut-off
frequency for the low pass filter is ωLP = 31.4 rad/s. The
adopted time constants for the leg-lag filter are T1 = 0.0333
and T2 = 0.0111.
The considered PLL-free grid-forming control is an effec-
tive simple scheme that allows the converter to synchronize
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TABLE III: Initial Nodal Power Injections
Unit Active Power [MW] Reactive Power [MVar]
Config. I Config. II Config. I Config. II
G1/WP1 1353 1335 253 86
G2 816 579 115 56
G3 597 509 70 -61
G4 697 545 -56 10
G5/WP4 406 501 64 14
G6 799 816 113 67
G7 446 530 -25 -46
G8/WP2 698 1145 -108 57
G9/WP3 699 803 -73 29
G10 598 414 41 -87
Total 7129 7147 295 206
with the power grid and to provide the primary frequency
regulation services. However, the active and reactive power
are not decoupled because the reactive power is coupled with
the angle difference between grid voltage and the modulated
voltage (δ = θg−θm). In particular, we have that (see Fig. 8):
Q =
Vg
R2C +X
2
C
[RCVmsin(δ) +XC(Vg − Vmcos(δ))] (7)
where the modulated voltage angle θm is determined by
the active power control, Vm is the converter AC voltage
amplitude, and Vg is the amplitude of the grid voltage at PCC.
RC and XC are the transformer impedance components as
shown in Fig. 8.
IV. DYNAMIC SIMULATIONS
A. Impact of Inertia Reduction
To evaluate the systems response in extreme condition with-
out the presence of converter-interfaced BESS, we reproduce
a contingency (i.e., the tripping of generator G6) in both
Config. I and Config. II. Table III reports the initial nodal
power injections1 (i.e. pre-contingency power injections) for
Config. I and Config. II. It shows that, in Config. II, wind
generation accounts for more than half of the total active power
injection, i.e., 3789 MW versus 7129 MW.
Fig. 9 shows the system frequency for Config. I and Con-
fig. II. It denotes that, after the G6 tripped, the grid frequency
decreases faster in Config. II than in Config. I. The frequency
nadir for Config. II is 0.9366 p.u. and 0.9842 p.u. for Config. I.
The frequency transient is longer in Config. II (80 sec) than
in Config. I (30 sec). This is in-line with expectations since
Config. II has much lower system inertia than Config. I.
B. Compare VSC Controls in Reduced-inertia Power Grid
We integrate in Config. II a converter-interfaced BESS,
modelled as described in the previous section. We denote
this new configuration as Config. III and use it to assess the
performance of the grid-following and grid-forming controllers
in two study cases:
• Case 1: same contingency as in the former paragraph,
tripping of G6 (800 MW generation loss).
• Case 2: tripping of G4 (545MW generation loss).
1The reactive power provided by the wind power plants are generated by
shunt capacitors.
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Fig. 9: Frequency for Config. I and Config. II.
C. Case 1
In Case 1, we reproduce a contingency for Config. III the
same as in Section.IV-A. Fig. 10a shows a comparison of the
frequency behaviour in Config. II vs Config. III. It shows
that the VSC-based BESS achieves to increasing frequency
Nadir from 0.9366 p.u. to 0.9480 p.u. and a better damping of
the frequency oscillations by decreasing the overall transient
interval from 80 s to 40 s.
Fig. 10b and Fig. 10c show the active and reactive power for
the installed converter unit. The grid-following and the grid-
forming controllers use the same frequency droop coefficient
Kfollowingp−f = K
forming
p−f = 20, thus both controllers inject
active power into the power system following the same droop
characteristic. Although the same reactive power set-points
are implemented (Qset = 0), the reactive power injections
for the two converters are different (see Fig. 10c). This is
because the active and reactive power control are decoupled
in the considered grid-following control, whereas the reactive
power is implicitly coupled with active power in the considered
grid-forming control. Indeed, during the transient the reactive
power injected by the grid-following converter sticks to its set-
point, while the reactive power injected by the grid-forming
converter varies up to 0.25 p.u.
Fig. 10d presents the amplitudes of the grid voltage at
the PCC of the installed converter unit (i.e., bus 17). It
denotes that, after the contingency there is a voltage sag
(i.e., decrease of 10% of nominal voltage) within 100 ms
for the grid-following converter whereas the PCC voltage for
the grid-forming converter experiences a way low drop (it
varies only of ±2%). In addition, during the whole transient
period, the voltage variation for the grid-following converter
appears larger than for the case of the grid-forming converter.
This is because the grid-forming control allows the converter
operating as voltage source which is capable of sustaining the
PCC voltage.
D. Case 2
To represent a less extreme contingency, in Case 2 we trip
G4 to cause less generation loss. Fig. 11 shows the simulation
results of reproducing the same contingency for Config. II and
Config. III.
Fig. 11a presents the frequency responses for Config. II
and Config. III. It illustrates that the converter unit increases
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Fig. 10: Frequency, VSC power injections and grid voltage at
bus 17 in Config. III for Case 1.
the frequency Nadir from 0.9589 for Config. II to 0.9665
for Config. III and ameliorate the frequency oscillations by
decreasing the transient duration from 75 s to 35 s.
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Fig. 11: Frequency, VSC power injections and grid voltage at
bus 17 in Config. III for Case 2.
Fig. 11b and Fig. 11c show the active and reactive power
injected by the converter unit. For both the grid-following
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and grid-forming control, the injected active power tracks
frequency deviations accordingly with their droop coefficients.
As for the previous Case 1, the reactive power injection of the
grid-forming control varies due to its active and reactive power
are coupled.
Fig. 11d shows the amplitude of the grid voltage at the
PCC of the converter units. It demonstrates the benefit of
the grid-forming converter as voltage source in preventing
the PCC voltage from large variation. In contrast, the grid-
following converter experiences a voltage sag (−10% of
nominal voltage) within 100 ms after the contingency and a
generally higher voltage variation during the transient.
V. CONCLUSIONS
In this paper we investigated the impact of VSCs on the
dynamics of a reduced-inertia grid that interfaces a mix of
synchronous machines and power-electronics-interfaced wind
turbines. To this end, we proposed three 39-bus power system
configurations as an extension of the IEEE 39-bus bench-
mark power system. The first one corresponds to the original
benchmark network. The second configuration replaces four
synchronous machine-based power plants with type-3 wind
turbines having the same rate power of the replaced power
plants. The third configuration is identical to the second with
the exception of including a power electronic-interfaced BESS.
Correspondingly, we built three full-replica dynamic models
that are executed on a real-time simulator to reproduce the
same contingencies and conduct post-contingency analysis
with respect to the system dynamics.
The simulation results verified the substantial influence of
inertia reduction on the post-contingency dynamics of the
power system and quantitatively proved that the connected
VSC, implemented with the grid-following control with sup-
porting mode or the PLL-free grid-forming control, can assist
in limiting the frequency decreasing and in damping the
frequency oscillations. The performance of the grid voltages
at the PCC of the converter has demonstrated the benefit of
the grid-forming converter to maintain the PCC voltage during
transient, along with an important improvement of the post-
contingency frequency transient in terms of both Nadir and
damping.
Our future work will utilize long time steady-state sim-
ulations to quantify and analyze the benefits of BESSs for
frequency response services.
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